
 

   

Boulder, CO 
Program SmartRegs Ordinance 
Location: Boulder, Colorado  
Building Type: Multi-family, low-rise,  
 Triplex 
Units Analyzed: 2 

Area/unit: 763 ft2  
Foundation: Slab on grade 
Configuration: 2 bedrooms, 1 bath 
SWA Contact: Lois Arena 

Steven Winter Associates, Inc. 

www.swinter.com 
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307 7th Ave. Ste. 1701, New York, NY 10001                                 tel 212-564-5800    fax 212-741-8673 
1112 16th St., NW Ste. 240, Washington, DC  20036     tel 202-628-6100    fax 202-393-5043 

This apartment (upper left) initially scored 85 points on the 
SmartRegs checklist.  At the time of this audit, the score was 

reduced to 74 points due to the addition of a window air-
conditioning unit by the occupants. 

Energy Efficient Features 
Attic: R-8 Blown Fiberglass insulation 
Walls: R-11 Fiberglass batts 
Windows: Combination of single wood, single wood with 

storm window 
Foundation: Slab-on-grade  
  
Heating: 60% AFUE natural gas boiler  
Cooling: 10.8 EER window unit 
Hot Water: 0.60 EF, natural gas, conditioned space, 50 

gallons 
 
Air Leakage: 13.82 ACH@50 pascals, 0.75 ACHn 

  
Additional SmartRegs Features 
None. 
 
SmartRegs Checklist Score*:    74 points** 
(The final score must be ≥ 100) 
 
HERS Index:  147 
 

*100 points on the SmartRegs checklist should approximately equate 
to a HERS index of 120. 
**Original score of 85 was adjusted for post-occupancy changes, re-
sulting in a SmartRegs score of 74.  

This 1950’s rental property is located on “the hill” in 
Boulder, a popular destination for students moving 
into the area.  From this neighborhood students are 
just a short bike ride from the University of Colorado 
and enjoy close proximity to restaurants, mass trans-
it and hiking trails.   
 
This building contains three rental units:  2 on the 
upper floor (which have identical floor plans) and 
one apartment on the lower level.  At the time of this 
audit, only the upper left unit had been through a 
SmartRegs inspection.  The owner felt that having 
one inspection was enough to: 1) get a sense of the 
worst-case SmartRegs score for this property, and 2) 
plan for improvements if necessary. 
 
SWA was able to inspect both upper units.  Efficiency 
levels and test results are listed in the table to the 
right.  Based on those inspections it was determined 
that the upper right unit scored 82 points on the 
SmartRegs checklist while the left unit only scored 
74 points.   
 
During the initial SmartRegs inspection, the upper 
left apartment scored 85 points, but since that first 
inspection, a window air-conditioner (A/C) was in-
stalled by the occupant. Because the A/C was poorly 
installed, this measure also increased the air leak-
age of the unit.  Finally, it appears that several com-
pact fluorescent bulbs (CFL’s) were replaced with 
incandescent bulbs.  All of these measures resulted 
in a loss of points on the SmartRegs checklist. 
 
Due to the changes made after the initial SmartRegs 
inspection, the upper left unit is the focus of this 
case study.  The impacts of occupant behavior on 
the goals of the SmartRegs program are discussed 
in the following pages.  

Cold Climate Region   
Case Study #7:  1172 Jay Street 

City of Boulder, SmartRegs  Ordinance 
Multi-Family Low-Rise, 1950’s  Vintage 
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2 Compliance Paths:  Prescriptive or Performance 
 Prescriptive:  ≥ 100 points on Checklist 
 Performance: HERS Index <= 120 

As has been quite common to date, the owner of 
this property opted to use the prescriptive method 
of compliance and have the auditor fill out a 
checklist rather than perform energy modeling to 
determine if the property was in compliance.   
 
As noted earlier, the initial SmartRegs score for 
this unit was 85 points.  With the addition of the 
A/C and some incandescent light bulbs by the 
occupant, the score dropped to 74.  Because the 
minimum allowable score is 100 points, the own-
er will have to improve the property to maintain 
the rental permit required by the City of Boulder.  
 
The property owner is free to implement any com-
bination of energy improvements as long as the 
final checklist score is at least 100.  There are 
several combinations that would bring this home 
into compliance  Below are two options. 
 
Package #1: (+28 points) 
 Replacing the boiler with one that is 90% effi-

cient, 
 Replacing the bulbs in all light fixtures with 

CFLs, 
 Replace the refrigerator with a model <=350 

kWh/yr. 
This package results in a HERS Index of 105 and 
a SmartRegs score of 102. 
 
Package #2: (+44 points) 
 Install 1 kW of photovoltaic-generated power. 
Package #2 results in a HERS Index of 128 and a 
SmartRegs  score of 118. 
 
Note that, while the installation of PV increases 
the SmartRegs score to 118 (well above compli-
ance), the HERS Index only drops to 128.  The 
reason for this is that the SmartRegs program 
prioritizes improvements not only by energy sav-
ings but also by carbon reduction.   Because the 
emissions from electricity generation are so much 
greater than those generated from heating a 
home with natural gas, any measure that reduces 
electrical consumption is weighted more heavily 
than one that reduces the heating demand.  Thus, 
the credit a home receives for PV in the Smar-
tRegs program is more than is applied through the 
HERS rating, which only looks at consumption, not 
emissions. 

Facts about SmartRegs 

A window air-conditioner was installed after the initial Smart-
Regs inspection. A large air-gap around the A/C resulted in a sig-
nificant increase in the overall infiltration rate of the apartment.   

Replacing this 60% efficient gas boiler with a 90% efficient unit 
gains 17 points on the SmartRegs checklist.  Installing 1 kW of 

PV is awarded 44 points. 
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Boulder, CO 
Predicted annual utility bills for the home As-Is 
(according to SWA’s audit) and for each upgrade 
package outlined on the previous page are dis-
played in the graph to the right.  For the As-Is  case, 
REM/Rate predicts an annual utility bill of $1,250: 
the bulk of the bill, about 38%, is attributed to heat-
ing.   
 
Predicted utility bill savings for the first option pack-
age —90% efficient boiler, 100% CFL lighting and 
installing an Energy Star refrigerator (HERS index of 
105) - average $231 per year. 
 
The second upgrade option—adding 1kW of solar-
generated power (HERS Index of 128) - results in 
predicted annual energy savings of $148 per year. 
 
Predicted emissions for each scenario are shown at 
right.  It should be noted that even though the addi-
tion of 1kW of PV results in only a 7% reduction in 
energy consumption at the site1 (as compared to a 
23 % reduction from package 1) it results in very 
similar reductions of emissions:  18% reduction in 
CO2 for PV vs. a 22% reduction for package 1.  
 
When production and transmission losses from the 
power plant (the source2) are factored in, emissions 
due to electricity generation increase by a factor of 
3.33.  Therefore, even though Package #2 saves 
fewer MMBtu’s at the site than Package #1 (7% 
reduction vs. 23%), it results in a bigger reduction 
in greenhouse gases per MMBtu saved (table at 
right) when energy use at the source is considered. 
 
This demonstrates the point from the previous page 
that reductions in electric use result in bigger emis-
sions savings than those that reduce heating pro-
vided by natural gas.  Therefore, improvements that 
reduce electric use are more heavily weighted than 
those that reduce gas use.   
 

Cold Climate Region:  Case Study #7 
Utility Bill Analysis 
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* Savings from Photovoltaics incorporated into Cooling and Lights & Appliances categories 
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1Site Energy Use: The energy directly consumed at a site (in this case the home) typically measured with utility meters.  

 
2http://www.energystar.gov/ia/business/evaluate_performance/site_source.pdf 
 
3Source Energy Use: The sum of the energy consumed at a site PLUS the energy required to extract, convert, and transmit that energy 
to the site.  

Figures & Statistics 
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Up to this point, the discussion about improve-
ments, utility bills and emissions has all been 
based on the results of the audit conducted by SWA 
in August of 2011.  But, as noted in the introduc-
tion, this apartment had received a SmartRegs in-
spection prior to this audit.  What was discovered 
was that, in the time between the two inspections, 
the occupant had made a couple of changes that 
negatively impacted the energy efficiency of that 
unit, and hence the SmartRegs score and HERS 
Index. 
 
The two significant changes made include: 
 A window A/C was installed.  In addition to in-

creasing electric use, this change resulted in 
increased air leakage, because it was installed 
with a significant gap around the edges.  If left 
in place during the winter, this will have a sig-
nificant impact on the energy used for heating. 

 Some of the CFL’s were replaced with incan-
descent lights reducing the overall percent of 
CFL’s from 100% to 38%. 

 
These changes result in a loss of 11 points on the 
SmartRegs checklist, taking the score from 85 
down to 74.  The HERS Index was likewise affected.  
That score changed from 130 to 147 (lower is bet-
ter).   
 
Overall, it is predicted that these occupant changes 
will increase the annual energy use by approximate-
ly 12%, increase CO2 emissions by 16%, and will 
result in a $152 increase in annual utility bills. The 
affects of these changes are summarized in the 
graph and table to the right. 
 
Of the nine case studies conducted to date, this 
was the first one where occupants had made a 
physical change that negatively altered the energy 
consumption and, hence, the SmartRegs score.   
 
While it is anticipated that differences in occupant 
behavior (different thermostat set points, use of hot 
water, operation of windows during cold weather) 
will result in different energy use profiles for the 
same apartment, it is still unknown how big an af-
fect the occupants will have on the City of Boulder’s  
goals to reduce greenhouse gas emissions.   

Figures & Statistics 
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Initial Inspection SWA Audit Difference (%)

SmartRegs Score 85 74 ‐14.9%

HERS Index 130 147 11.6%

Utility Bills ($) $1,098 $1,250 12.2%

Energy Use (MMBtu) 72.1 81.8 11.9%

CO2 Emissions (tons) 6.9 8.2 15.9%

Difference Between Initial SmartRegs Inspection & SWA Audit

Will changes be made that permanently and negatively affect air 
leakage?  Will insulation be moved or compressed?  Will CFL’s be 
replaced with incandescent bulbs as was done here?  What is the 
likelihood that these types of alterations will occur? 
 
It can easily be concluded that, in Colorado’s climate, addition of 
window A/C units is more likely to occur in poorly insulated homes 
and those with high solar gain during the summer.  It also seems 
likely that occupants are more likely to change out CFL’s from  
decorative fixtures without covers.  Possible recommendations for 
changes to the program may include: 
 
 Unless a home has a minimum level of attic insulation and 

decent windows, points should not be awarded for the lack of 
a cooling system. Or, perhaps those points should not be 
awarded unless the home achieves a certain minimum score 
as is done with the points given for PV. 

 CFL’s will not be given credit in decorative fixtures where the 
bulbs are entirely exposed, such as a chandelier.   

 
Obviously, nine audits are not sufficient to make any definite con-
clusions. Follow up audits in the next couple of years may provide 
clearer answers to these types of questions. 
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Q:  Why did you decide to participate now and not wait 
till later in the process? 
 
A:  The owners wanted to get a baseline worst case 
scenario so they could plan on how to most cost-
effectively bring their properties into compliance. 
 
Q:  How many rentals does the owner have in their 
portfolio? 
 
A:  The owner has about 50 rental units in the city, the 
oldest of which was built in 1936. 
 
Q:  Are you educating the occupants about what and 
why renovations are taking place and how it will bene-
fit them? 
 
A:  Yes.  At first the property manager was informing 
occupants of what was happening in writing, but now 
she verbally informs.  She takes a couple of minutes to 
explain what’s happening and that it won’t cost the 
tenants any money. 
 

Cold Climate Region:  Case Study #7 
Rental Property Owner’s Story 
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Q:  What is your normal maintenance routine – ie., every few 
months, once a year, on occupant turn over? 
 
A:  Boiler maintenance  is conducted every fall.  All other im-
provements are conducted on an as-needed basis. 
 
Q:  What has been the biggest challenge for you throughout 
this process? 
 
A:  Getting the releases signed was the hardest part at first, 
so they incentivized them - $5 gift card.  After the first few, 
they have experienced no problems getting the releases.  The 
biggest occupant complaints are about the low-flow shower-
heads. 
 
Q: What would you like other property owners to know? 
 
A:  It’s always better to have the information up front.  Owners 
are not required to do anything right now.  As many other 
managers/owners have noted in these interviews, this man-
ager also stated that the energy advisor service has been 
very helpful to them. 
 

The property manager was interviewed and asked to share her feelings and concerns about Boulder’s new SmartRegs 
ordinance.    A summary of her opinions and suggestions for improvements are below. 

Steven Winter Associates, Inc. is the lead for the Department of Energy’s Building America team called the Consortium for 
Advanced Residential Buildings (CARB).   
 
CARB would like to thank Populus, LLC , a sustainable design consulting firm and the program administrator for the City 
of Boulder’s SmartRegs program, for their expertise, time and assistance in creating these case studies. 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile (Dot Gain 20%)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Error
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /CMYK
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Apply
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 300
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 300
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile ()
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /CreateJDFFile false
  /Description <<

    /BGR <>
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e9ad88d2891cf76845370524d53705237300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc9ad854c18cea76845370524d5370523786557406300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /CZE <>
    /DAN <>
    /DEU <>
    /ESP <>
    /ETI <>
    /FRA <>
    /GRE <>

    /HRV (Za stvaranje Adobe PDF dokumenata najpogodnijih za visokokvalitetni ispis prije tiskanja koristite ove postavke.  Stvoreni PDF dokumenti mogu se otvoriti Acrobat i Adobe Reader 5.0 i kasnijim verzijama.)
    /HUN <>
    /ITA <>
    /JPN <FEFF9ad854c18cea306a30d730ea30d730ec30b951fa529b7528002000410064006f0062006500200050004400460020658766f8306e4f5c6210306b4f7f75283057307e305930023053306e8a2d5b9a30674f5c62103055308c305f0020005000440046002030d530a130a430eb306f3001004100630072006f0062006100740020304a30883073002000410064006f00620065002000520065006100640065007200200035002e003000204ee5964d3067958b304f30533068304c3067304d307e305930023053306e8a2d5b9a306b306f30d530a930f330c8306e57cb30818fbc307f304c5fc59808306730593002>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020ace0d488c9c80020c2dcd5d80020c778c1c4c5d00020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /LTH <>
    /LVI <>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken die zijn geoptimaliseerd voor prepress-afdrukken van hoge kwaliteit. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /POL <>
    /PTB <>
    /RUM <>
    /RUS <>
    /SKY <>
    /SLV <>
    /SUO <>
    /SVE <>
    /TUR <>
    /UKR <>
    /ENU (Use these settings to create Adobe PDF documents best suited for high-quality prepress printing.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
  /Namespace [
    (Adobe)
    (Common)
    (1.0)
  ]
  /OtherNamespaces [
    <<
      /AsReaderSpreads false
      /CropImagesToFrames true
      /ErrorControl /WarnAndContinue
      /FlattenerIgnoreSpreadOverrides false
      /IncludeGuidesGrids false
      /IncludeNonPrinting false
      /IncludeSlug false
      /Namespace [
        (Adobe)
        (InDesign)
        (4.0)
      ]
      /OmitPlacedBitmaps false
      /OmitPlacedEPS false
      /OmitPlacedPDF false
      /SimulateOverprint /Legacy
    >>
    <<
      /AddBleedMarks false
      /AddColorBars false
      /AddCropMarks false
      /AddPageInfo false
      /AddRegMarks false
      /ConvertColors /ConvertToCMYK
      /DestinationProfileName ()
      /DestinationProfileSelector /DocumentCMYK
      /Downsample16BitImages true
      /FlattenerPreset <<
        /PresetSelector /MediumResolution
      >>
      /FormElements false
      /GenerateStructure false
      /IncludeBookmarks false
      /IncludeHyperlinks false
      /IncludeInteractive false
      /IncludeLayers false
      /IncludeProfiles false
      /MultimediaHandling /UseObjectSettings
      /Namespace [
        (Adobe)
        (CreativeSuite)
        (2.0)
      ]
      /PDFXOutputIntentProfileSelector /DocumentCMYK
      /PreserveEditing true
      /UntaggedCMYKHandling /LeaveUntagged
      /UntaggedRGBHandling /UseDocumentProfile
      /UseDocumentBleed false
    >>
  ]
>> setdistillerparams
<<
  /HWResolution [2400 2400]
  /PageSize [612.000 792.000]
>> setpagedevice


